NOTE:

BASE BID DESIGN:

MECHANICAL COOLING TOWER AND BOILER
SYSTEM WITH WATER TO WATER HEAT
PUMPS, ASSOCIATED PUMPS, PIPING AND
CONTROLS.

ALTERNATE BID DESIGN:

GEOTHERMAL SYSTEM WITH WATER TO
WATER HEAT PUMPS, ASSOCIATED PUMPS,
PIPING AND CONTROLS.
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BASIS OF DESIGN. PROVIDE INDICATED EQUIPMENT OR EQUIPMENT
OF EQUAL PERFORMANCE, CAPACITY AND QUALITY.

SIDE ELEVATION
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PARTS LIST

ITEM QTY DESCRIPTION

1 5 CLIMATE MASTER TMWQO36 WSHP

2 1 LOCHINVAR KBN 106 BOILER

3 4 B&G MODEL 80 1.5x1.5x/B 1.5HP 145
4 3 B&G MODEL RL—2 AIR SEPARATOR

S 3 B&G SERIES D60V DIAPHRAGM TANK

6 2 SERIES 80 1.5x1.5x9.5 143 FRAME 1HP
/ 3 B&G MODEL 107A AIR VENT

8 2 SERIES 80 1.5x1.5x9.5 184 FRAME OSHP
9 1 LOAD CENTER

10 1 TRANSFORMER

11 1 SPP LOAD CENTER

12 2 ALTIVAR 212 VFD, 5HP, 3/60/480

13 4 ALTIVAR 212 VFD, 1.5HP, 3/60/480

* BASE BID OPTION ONLY
** OPTION BID OPTION ONLY
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